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FU EL SYSTEM  |  SINGLE WALL TANK |  
S U B M I T T A L  D R A W I N G

note: As per nfpa 20, 2022 section 11 . 4 .1 .3 .1                                  
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list of materials

item description part number item description part number

1* flame arrester 101345 9* manual valve (note 1) D975060-702

2 vent pipe - (ref: z dimensions) By Others 10* drain plug - 1" npt (note 2) With Tank

3* fill cap With Tank 11* fuel tank (note 4) With Tank

4 fill pipe - 2" (51 mm) By Others 12* tank support With Tank

5 fuel level switch By Others 13* tank whistle D145901-000 

6* level gauge With Tank 14 1¼" vent pipe By Others

7 fuel line By Others 15 emergency vent cap With Tank

8* check valve D975040-701

*Supplied by pump manufacturer
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tank dimensions and weights
part  
number

tank capacity 
Usgal (ltrs)

dimensions in inch (mm) weight 
lbs. (kg)b d h l w z

D145003-000 80(303) 16.31(414) 28.00(711) 4.75(120.7) 30.51(775) 24.75(629) 3.00(75) 84(38.0)

D145003-002  100(379) 24.00(610) 28.00(711) 4.75(120.7) 38.22(971) 24.75(629) 3.00(75) 96(44.0)

note:

1 Manual valve must be locked open or central station supervised.
2  A 1" drain valve must be used instead of drain plug when not subject to freezing.
3  Tank size as per nfpa 20 2022 section 11.4.1.3.1 
4  Tank is designed, fabricated, tested and labeled per ul 142 & ulcs601-07 .
5 1¼" and 2" pipe leg and diesel fuel supplied by others.
6 Dimensions are not used for construction purposes unless certified. Data subject to change without notice.


